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Department of Energy 

ROCKY FLATS OF FCE 

Mr Martin Hestmark 
U S Environmental Protection Agency, Region VIlI 
ATTN Rocky Flats Project Manager, 8HWM-RI 
999 18th Street, Suite 500.8WM-C 
Denver, Colorado 80202-2405 

Mr Gary Baughman 
Hazardous Waste Facilities Unit Leader 
Colorado Department of  Health 
4300 Cherry Creek Dnve South 
Denver, Colorado 80222- 1530 

Gentlemen 

This letter is to notify you of certain time penods when the Operable Unit 2 Surface 
Water Interim Measurdntenm Remedial Achon (IMARA) was not collecting water as 
per the IWIRA Decision Document These events are summanzed below 

8 August 24-26, 1992 high water flows from major storm event and subsequent 
Total Suspended Solids (TSS) caused plugging of the microfilter The collecbon 
system was shut down for approximately 24 hours over three days 

December 24, 1992 the generator malfuncuoned, causing shut down for 5 hours e 

e March 9, 1993 repair to the influent line to the treatment system caused shut 
down for 3 hours 

8 March 30 - Apnl2, 1993 high TSS from a major stom event again caused 
plugging of the mrcrolilter The system was shut down for 66 hours over four 
days 

approximately three hours over this time penod 
8 May 24-25. 1993 the generator malfuncuoned, causing shut downs for 

The collection system is shut down on a daily basis to service the generator Servicing 
the generator involves checking the oil and refueling This routinely takes approximately 
less than half an hour 
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If you have any questlons, please don't hesitate to contact Scott Grace of my staff at 
(303) 966-7 199 

SincereIy , 

cc 
A Rampertaap, EM-453 
A* PnmroseEG&G 
N Hutchins, EG&G 
B Fraser,EPA 
J Schieffelin, CDH 

t Manager for Transition 
Restoration 


